
To:  Franklin Square Union Free School District

Attached please find the results and remediation response of sampling performed in compliance 
with the United States Environmental Protection Agency's "3T's for Reducing Lead in Drinking
Water in Schools", October, 2006 and New York State Department of Health Subpart 67-4 of Title 10, 
September 2016.

Sincerely,

Glenn Neuschwender
President

November 10, 2016

2150 Smithtown Ave., Suite 3, Ronkonkoma, NY 11779
T: 631.580.3191 •  F: 631.580.3195  •  W: envirohealth.org
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First	Draw	Samples	Collected 62
First	Draw	Samples	>	15	Parts	Per	Billion 2
Number	of	Sources	Capped	or	Taken	Off	Line 0
Post	Remediation	Samples	<=	15	PPB 0
Number	of	Sources	Pending	For	Remediation 2
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Franklin Square UFSD
John Street Elementary School

Lead in Drinking Water Test Results

Action Level = 15.0 parts per billion (ppb) (ug/L) Page 1 of 3

Sample Location
Fixture
Type

1st Draw
Results   
(ppb)

15 Second 
Draw Results 

(ppb)

60 Second
 Draw 

Results 
(ppb)

Remedial 
Recommendation

Remedial           
Response

Post Remediation 
Test Results

Sant. SK Left SK <1.0 - - None - -

Sant. SK Right SK <1.0 - - None - -

Kitchen SK <1.0 - - None - -

RM 308 SK 2.3 - - None - -

RM 304 SK 1.5 - - None - -

RM 305 SK <1.0 - - None - -

RM 303 SK 2.5 - - None - -

WF by RM 303 WF <1.0 - - None - -

Girls BR @ (A) SK <1.0 - - None - -

Girls BR @ (B) SK 1.5 - - None - -

Girls BR @ (C) Handicap SK <1.0 - - None - -

Cust Closet SS 1.7 - - None - -

Boys BR @ (A) SK <1.0 - - None - -

Boys BR @ (B) SK 2.1 - - None - -

Boys BR @ (C) SK 38 <1.0 <1.0 FR Completed FR Pending Retest

RM 302 SK <1.0 - - None - -

RM 301 SK <1.0 - - None - -

Teachers Lounge SK 1.4 - - None - -

Copy RM SK <1.0 - - None - -

RM 307 SK 1.8 - - None - -

RM 307 SPRAY 1.7 - - None - -

RM 308 SK 5.1 - - None - -



Franklin Square UFSD
John Street Elementary School

Lead in Drinking Water Test Results

Action Level = 15.0 parts per billion (ppb) (ug/L) Page 2 of 3

Sample Location
Fixture
Type

1st Draw
Results   
(ppb)

15 Second 
Draw Results 

(ppb)

60 Second
 Draw 

Results 
(ppb)

Remedial 
Recommendation

Remedial           
Response

Post Remediation 
Test Results

RM 308 SPRAY 2.2 - - None - -

RM 400 BR SK <1.0 - - None - -

RM 402 SK 1 - - None - -

RM 404 SK 1.1 - - None - -

RM 406 SK <1.0 - - None - -

Boys BR @ (A) SK 1.5 - - None - -

Boys BR @ (B) SK 2 - - None - -

Boys BR @ (C ) SK <1.0 - - None - -

WF by RM 408 WF <1.0 - - None - -

Girls BR by RM 408 @ (A) SK <1.0 - - None - -

Girls BR by RM 408 @ (B) SK <1.0 - - None - -

Girls BR by RM 208 @ (C ) SK 3.5 - - None - -

RM 409 SK 2.2 - - None - -

RM 409 SPRAY 2.2 - - None - -

RM 407 SK 1.8 - - None - -

Mens RM Org Bldg 1st Fl. SK 1.7 - - None - -

RM 108 SK <1.0 - - None - -

RM 8 SK <1.0 - - None - -

RM 105 BR SK <1.0 - - None - -

RM 107 SK 1.3 - - None - -

Cust CL. SK 1.3 - - None - -

W Staff BR (R ) SK <1.0 - - None - -



Franklin Square UFSD
John Street Elementary School

Lead in Drinking Water Test Results

Action Level = 15.0 parts per billion (ppb) (ug/L) Page 3 of 3

Sample Location
Fixture
Type

1st Draw
Results   
(ppb)

15 Second 
Draw Results 

(ppb)

60 Second
 Draw 

Results 
(ppb)

Remedial 
Recommendation

Remedial           
Response

Post Remediation 
Test Results

M Staff BR (L) SK <1.0 - - None - -

Principal Off BR SK 16 <1.0 <1.0 FR Completed FR Pending Retest

WF Outside Principal WF <1.0 - - None - -

Boys RM Org SK <1.0 - - None - -

Vice Principal SK <1.0 - - None - -

Girls BR (L) @ A SK 1.5 - - None - -

Girls BR (R ) @ B SK <1.0 - - None - -

WF by Girls BR WF <1.0 - - None - -

WF by Girls BR Bottle Fill WF <1.0 - - None - -

Nurse Handwash SK <1.0 - - None - -

Nurse BR SK <1.0 - - None - -

2nd Fl. WF by RM 204 WF 2.1 - - None - -

2nd Fl. Girls BR (L) @ (A) SK 2.1 - - None - -

2nd Fl. Girls BR (R) @ (B) SK <1.0 - - None - -

2nd Fl. Cust Cl. SS <1.0 - - None - -

2nd Fl. Boys BR (R) @ (A) SK <1.0 - - None - -

2nd Fl. Boys BR (L) @ (B) SK 1.1 - - None - -

Boiler Room SK 3.8 - - None - -



First	Draw	Samples	Collected 70
First	Draw	Samples	>	15	Parts	Per	Billion 6
Number	of	Sources	Capped	or	Taken	Off	Line 0
Post	Remediation	Samples	<=	15	PPB 0
Number	of	Sources	Pending	For	Remediation 6
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Franklin Square UFSD
Polk Street Elementary School

Lead in Drinking Water Test Results

Action Level = 15.0 parts per billion (ppb) (ug/L) Page 1 of 4

Sample Location
Fixture
Type

1st Draw
Results   
(ppb)

15 Second 
Draw Results 

(ppb)

60 Second
 Draw 

Results 
(ppb)

Remedial 
Recommendation

Remedial           
Response

Post Remediation 
Test Results

Kitchen (Left) SK 5.5 - - None - -

Kitchen (Center) SK <2.5 - - None - -

Kitchen (Right) SK 4.3 - - None - -

Kitchen Handwash SK 24 15 <1.0 FR Completed FR Pending Retest

Boys Room by Gym (Left) SK <2.5 - - None - -

Boys Room by Gym (Right) SK <2.5 - - None - -

Boys Room by Gym (Center) SK <2.5 - - None - -

Custodial Closet by Kitchen SS <2.5 - - None - -

Girls Room by Gym (Left) SK <2.5 - - None - -

Girls Room by Gym (Center) SK <2.5 - - None - -

RM 110 SK 3.7 - - None - -

RM 111 SK 7.9 - - None - -

RM 112 SK 11 - - None - -

RM 113 SK 11 - - None - -

Fountain by RM 115 WF 2.8 - - None - -

Fountain by RM 115 Bottle Fill WF <2.5 - - None - -

RM 114 SK <2.5 - - None - -

RM 115 SK 7.9 - - None - -

RM 116 SK 7.6 - - None - -

RM 118 SK 10 - - None - -

RM 216 SK 240 12 <1.0 FR Completed FR Pending Retest

RM 215 SK 15 - - None - -

RM 214 SK 12 - - None - -



Franklin Square UFSD
Polk Street Elementary School

Lead in Drinking Water Test Results

Action Level = 15.0 parts per billion (ppb) (ug/L) Page 2 of 4

Sample Location
Fixture
Type

1st Draw
Results   
(ppb)

15 Second 
Draw Results 

(ppb)

60 Second
 Draw 

Results 
(ppb)

Remedial 
Recommendation

Remedial           
Response

Post Remediation 
Test Results

Rm 213 SK 16 1.2 <1.0 FR Completed FR Pending Retest

RM 212 SK 31 3.9 2.4 FR Completed FR Pending Retest

RM 211 SK 12 - - None - -

RM 210 SK <2.5 - - None - -

Girls BR by RM 210 (Left) SK <2.5 - - None - -

Girls BR by RM 210 (Center) SK <2.5 - - None - -

Girls BR by RM 210 (Right) SK <2.5 - - None - -

Fountain BR RM 210 WF 2.8 - - None - -

Fountain by RM 210 Bottle Fill WF <2.5 - - None - -

Boys BR by RM 210 (Left) SK 2.9 - - None - -

Boys BR by RM 210 (Center) SK <2.5 - - None - -

Boys BR by RM 210 (Right) SK <2.5 - - None - -

WF Connecting Corr WF <2.5 - - None - -

WF Connecting Corr Bottle WF <2.5 - - None - -

Art RM SK <2.5 - - None - -

Teacher Lounge SK <2.5 - - None - -

Teacher BR North SK <2.5 - - None - -

Teacher BR South SK <2.5 - - None - -

Custodial Closet by Teacher Lounge SS <2.5 - - None - -

Girls BR 1st Fl. Org Bldg (Left) SK 5.7 - - None - -

Girls BR 1st Fl. Org Bldg (Right) SK 3.2 - - None - -

WF Org Bldg by BR WF <2.5 - - None - -

WF Org Bldg by BR Bottle WF <2.5 - - None - -



Franklin Square UFSD
Polk Street Elementary School

Lead in Drinking Water Test Results

Action Level = 15.0 parts per billion (ppb) (ug/L) Page 3 of 4

Sample Location
Fixture
Type

1st Draw
Results   
(ppb)

15 Second 
Draw Results 

(ppb)

60 Second
 Draw 

Results 
(ppb)

Remedial 
Recommendation

Remedial           
Response

Post Remediation 
Test Results

Principal Office BR SK 3.1 - - None - -

Nurse Office SK <2.5 - - None - -

WF Org Bldg Next to Boys BR WF <2.5 - - None - -

Boys BR Original Bldg (Left) SK <2.5 - - None - -

Boys BR Original Bldg (Right) SK <2.5 - - None - -

RM 104 SK 15 - - None - -

Kindergarten SK <2.5 - - None - -

RM 102 SK 3.6 - - None - -

Ice Machine ICE <2.5 - - None - -

Girls BR 1st Fl. Original (Left) SK 13 - - None - -

Girls BR 1st Fl. Original (Right) SK 26 <1.0 <1.0 FR Completed FR Pending Retest

Custodial Closet by 1st Fl. Girls BR SS <2.5 - - None - -

WF 2nd Fl. Original Bldg WF <2.5 - - None - -

WF 2nd Fl. Original Bldg Bottle Fill WF <2.5 - - None - -

Boys BR 2nd Fl. Original Bldg (Left) SK 4.3 - - None - -

Women Teacher RM BR SK 7.9 - - None - -

Basement Girls BR (Left) SK 7.3 - - None - -

Basement Girls BR (Right) SK 6.9 - - None - -

Basement Boys BR (Left) SK 26 <1.0 <1.0 FR Completed FR Pending Retest

Basement Boys BR (Right) SK 9.5 - - None - -

Basement Custodial Closet SS <2.5 - - None - -

Custodial Office BR SK <2.5 - - None - -

Chris Office SK 14 - - None - -



Franklin Square UFSD
Polk Street Elementary School

Lead in Drinking Water Test Results

Action Level = 15.0 parts per billion (ppb) (ug/L) Page 4 of 4

Sample Location
Fixture
Type

1st Draw
Results   
(ppb)

15 Second 
Draw Results 

(ppb)

60 Second
 Draw 

Results 
(ppb)

Remedial 
Recommendation

Remedial           
Response

Post Remediation 
Test Results

Boiler RM SK 4 - - None - -



First	Draw	Samples	Collected 131
First	Draw	Samples	>	15	Parts	Per	Billion 5
Number	of	Sources	Capped	or	Taken	Off	Line 2
Post	Remediation	Samples	<=	15	PPB 0
Number	of	Sources	Pending	For	Remediation 3
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Franklin Square UFSD
Washington Street School Lead in Drinking Water Test Results

Action Level = 15.0 parts per billion (ppb) (ug/L) Page 1 of 6

Sample Location Fixture
Type

1st Draw
Results   
(ppb)

15 Second 
Draw Results 

(ppb)

60 Second
 Draw 

Results 
(ppb)

Remedial 
Recommendation

Remedial           
Response

Post Remediation 
Test Results

Kitchen by Hand SK <1.0 - - None - -

Kitchen Handwash SK 6.2 - - None - -

3 Comp SK <1.0 - - None - -

Handwash By Service SK 1.6 - - None - -

Handwash By Blow SK <1.0 - - None - -

Handwash By Stove SK <1.0 - - None - -

Handwash By Sl&St SK <1.0 - - None - -

Custodian Closet SK 18 <1.0 <1.0 FR SIGN

Wf By Room 122 WF <1.0 - - None - -

T. BR By 122 SK 3.5 - - None - -

Room 122 SK 17 1.2 <1.0 FR Completed FR Pending Retest

T.H Office BR SK 2.1 - - None - -

Room 120 SK 6.7 - - None - -

Room 118 SK 7.2 - - None - -

Room 116 SK <1.0 - - None - -

Room 114 SK 2.8 - - None - -

Girls BR  L SK <1.0 - - None - -

Girls BR  C SK <1.0 - - None - -

Girls BR  R SK <1.0 - - None - -

Boys BR  L SK 5.7 - - None - -

Boys BR  R SK 3.3 - - None - -

Wf By Gym WF <1.0 - - None - -

Nurse SK 2.2 - - None - -



Franklin Square UFSD
Washington Street School Lead in Drinking Water Test Results

Action Level = 15.0 parts per billion (ppb) (ug/L) Page 2 of 6

Sample Location Fixture
Type

1st Draw
Results   
(ppb)

15 Second 
Draw Results 

(ppb)

60 Second
 Draw 

Results 
(ppb)

Remedial 
Recommendation

Remedial           
Response

Post Remediation 
Test Results

Nurses BR SK 3.6 - - None - -

Staff Lounge SK <1.0 - - None - -

Staff L BR SK 1.8 - - None - -

Sup. Office SK 3.1 - - None - -

Sup. BR SK 5.2 - - None - -

Sup. BR-Spray SK 42 <1.0 <1.0 FR CAP

Cust. Cc SK 4.7 - - None - -

Principals Office BR SK 3 - - None - -

Room 119 SK <1.0 - - None - -

Room 119 Girls N SK <1.0 - - None - -

Room 119 Girls S SK <1.0 - - None - -

Hall @ 119 Lower WF <1.0 - - None - -

Hall @ 119 Higher WF <1.0 - - None - -

Boys Room @ 117 W SK 1.3 - - None - -

Boys Room @ 117 C SK 1.1 - - None - -

Boys Room @ 117 E SK <1.0 - - None - -

Room 117 SK 2.2 - - None - -

Room 112 SK 15 - - None - -

Room 115 SK 2.1 - - None - -

Room 110 SK 4.9 - - None - -

Room 113 SK 16 <1.0 <1.0 FR Completed FR Pending Retest

Hall @ Room 113 WF <1.0 - - None - -

Girls Room @ 113  W SK 1.3 - - None - -



Franklin Square UFSD
Washington Street School Lead in Drinking Water Test Results

Action Level = 15.0 parts per billion (ppb) (ug/L) Page 3 of 6

Sample Location Fixture
Type

1st Draw
Results   
(ppb)

15 Second 
Draw Results 

(ppb)

60 Second
 Draw 

Results 
(ppb)

Remedial 
Recommendation

Remedial           
Response

Post Remediation 
Test Results

Girls Room @ 113  C SK 2.5 - - None - -

Girls Room @ 113  E SK 3 - - None - -

Room 108 SK 2.8 - - None - -

Room 111 SK 1.1 - - None - -

Room 109 SK <1.0 - - None - -

Room 109 SPRAY 1.6 - - None - -

Room 104 SK 2.3 - - None - -

Room 104 SPRAY 1.7 - - None - -

Room 102 SK <1.0 - - None - -

Room 102 SPRAY 4.6 - - None - -

Room 107 SK 1.3 - - None - -

Room 107 SPRAY 1.8 - - None - -

Hall @ Room 105 WF 3.8 - - None - -

Room 105 SK 4.5 - - None - -

Room 105 SPRAY 5 - - None - -

Ss Near Room 103 SK <1.0 - - None - -

Room 103 SK 5.2 - - None - -

Room 103 SPRAY 3.1 - - None - -

Room 101 SK 1.3 - - None - -

Room 101 SPRAY 5.5 - - None - -

Girls Room @ Café  S SK 2.3 - - None - -

Girls Room @ Café  N SK 2.2 - - None - -

Boys Room @ Café  S SK <1.0 - - None - -



Franklin Square UFSD
Washington Street School Lead in Drinking Water Test Results

Action Level = 15.0 parts per billion (ppb) (ug/L) Page 4 of 6

Sample Location Fixture
Type

1st Draw
Results   
(ppb)

15 Second 
Draw Results 

(ppb)

60 Second
 Draw 

Results 
(ppb)

Remedial 
Recommendation

Remedial           
Response

Post Remediation 
Test Results

Boys Room @ Café  C SK 1.7 - - None - -

Boys Room @ Café  N SK 2.3 - - None - -

Room 204 SK <1.0 - - None - -

Boys Room 204 E SK 2.6 - - None - -

Boys Room 204 C SK <1.0 - - None - -

Boys Room 204 W SK 1.8 - - None - -

Hall @ 204 WF <1.0 - - None - -

Room 201 SK 2.5 - - None - -

Room 203 SK 4.6 - - None - -

Room 206 SK 8.3 - - None - -

Room 205 SK <1.0 - - None - -

Room 208 SK 3.2 - - None - -

Room 207 WF 2 - - None - -

Girls Room 207E SK 2.6 - - None - -

Girls Room 207C SK 6.1 - - None - -

Girls Room 207W SK 6.1 - - None - -

Hall @ 211 WF <1.0 - - None - -

Room 213B BR SK 2.8 - - None - -

Room 215 SK 3.1 - - None - -

Library Bathroom SK 1.2 - - None - -

Room 217 SK <2.5 - - None - -

Cust. Stor. By Room 217 SK <2.5 - - None - -

Hall by 217 Higher WF <2.5 - - None - -



Franklin Square UFSD
Washington Street School Lead in Drinking Water Test Results

Action Level = 15.0 parts per billion (ppb) (ug/L) Page 5 of 6

Sample Location Fixture
Type

1st Draw
Results   
(ppb)

15 Second 
Draw Results 

(ppb)

60 Second
 Draw 

Results 
(ppb)

Remedial 
Recommendation

Remedial           
Response

Post Remediation 
Test Results

Hall by 217 Lower WF <2.5 - - None - -

Personnel Office SK 2.6 - - None - -

Boys Room Eastside E SK <2.5 - - None - -

Boys Room Eastside C SK <2.5 - - None - -

Boys Room Eastside W SK 2.8 - - None - -

Room 214 SK <2.5 - - None - -

Room 216 SK 7 - - None - -

Room 219 SK <2.5 - - None - -

Room 218 SK 12 - - None - -

Room 221 SK 4.6 - - None - -

Room 223 BR SK <2.5 - - None - -

Room 222 SK 9.1 - - None - -

Hall @ Room 222 SK <2.5 - - None - -

Girls BR by Room 222 E WF <2.5 - - None - -

Girls BR by Room 222 C SK 4.9 - - None - -

Girls BR by Room 222 W SK <2.5 - - None - -

Room 1 SK 17 <1.0 <1.0 FR Completed FR Pending Retest

Room 2 SK <2.5 - - None - -

Room 4 SK <2.5 - - None - -

Room 3 SK <2.5 - - None - -

Room 6 SK <2.5 - - None - -

Girls Room Bsmt W SK <2.5 - - None - -

Girls Room Bsmt C SK <2.5 - - None - -



Franklin Square UFSD
Washington Street School Lead in Drinking Water Test Results

Action Level = 15.0 parts per billion (ppb) (ug/L) Page 6 of 6

Sample Location Fixture
Type

1st Draw
Results   
(ppb)

15 Second 
Draw Results 

(ppb)

60 Second
 Draw 

Results 
(ppb)

Remedial 
Recommendation

Remedial           
Response

Post Remediation 
Test Results

Girls Room Bsmt E SK 4.2 - - None - -

SS @ Room 6 SS <2.5 - - None - -

Boys Room Bsmt E SK <2.5 - - None - -

Boys Room Bsmt C SK 4.7 - - None - -

Boys Room Bsmt W SK <2.5 - - None - -

Room 8 SK <2.5 - - None - -

Hall @ Room 10 WF <2.5 - - None - -

Room 5 (Art) SK <2.5 - - None - -

Room 5 (Art) SPRAY 12 - - None - -

Room 10 (Pre Filter) SK <2.5 - - None - -

Room 10 (Post Filter) SK <2.5 - - None - -

Faculty Room W SK <2.5 - - None - -

Faculty Room E SK 7.9 - - None - -

Room 19 BR SK <2.5 - - None - -

Cust BR (Pre Filter) SK <2.5 - - None - -

Cust. BR (Post Filter) SK <2.5 - - None - -


